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(Std. Spec. 9-05.12(1))

Corrugated Polyethylene Storm Sewer Pipe (Std. Spec. 9-05.20)

(Std. Spec. 9-05.12(2))
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STANDARD PLAN B-10.20-00
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No steps are required when height is 4’ or less.

 

The bottom of the precast catch basin may be sloped to facilitate cleaning.

 

The rectangular frame and grate may be installed with the flange up or down.

The frame may be cast into the adjustment section.

 

Knockouts shall have a wall thickness of 2" minimum to 2.5" maximum.  Provide

a 1.5" minimum gap between the knockout wall and the outside of the pipe.  After

the pipe is installed, fill the gap with joint mortar in accordance with Standard

Specification 9-04.3.
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REINFORCING STEEL (TYP.)

CATCH  BASIN  DIMENSIONS

BASE REINFORCING STEEL
2in  /ft. IN EACH DIRECTION

PIPE  ALLOWANCES
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